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KEY PLAN

JLM MEMORIAL VETERAN'S

HOSPITAL - EXPAND MICU
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FIRST FLOOR PLAN - FIRE

PROTECTION - EXIST PLAN

ADDENDUM - 1 08-20-08

1-JLM JM

EXIST MICU EAST

RENOVATION AREA

NEW MICU RENOVATION AREA

N

E

W

 

M

I

C

U

 

R

E

N

O

V

A

T

I

O

N

 

A

R

E

A

MODIFY SPRINKLER  PIPING  IN RENOVATION AREA AND PROVIDE

NEW PIPING AS REQUIRED FOR INSTALLATION OF NEW HEADS IN NEW 

ACOUSTICAL CEILING .  (SEE NEW SPRINKLER HEAD LAYOUT) FA-2R.

EXIST FIRST FLOOR SPRINKLER PLAN - MICU AREA

SCALE :  1/8" = 1'-0"

EXIST MICU 


